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Conductivity 

Total Hardness 

 Grain/U.S. Gallon 

 

Calcium 

 

Magnesium 

 

Sodium 

Sodium absorption ration 

Potassium 

 

Iron 

 

Manganese 

 

Carbonate 

 

Bicarbonate 

 

Chloride 

 

Sulfate 

 

Fluoride 

 

Nitrate Nitrogen 

 

pH 

 

Total Dissolved Solids 

 

Total Suspended Solids 

 

 

Total Alkalinity 

Phosphorus 

Zinc 

Boron 

Chromium 

Lead 

Copper 

Nitrite Nitrogen 

 

Note: 

 mg/L = parts per million 

 ug/L = parts per billion 

 <    = less than 

 RL   = Reporting Limit 

 N.D. = Not Detected 

 

 

 

 

 

 

 

 

 

 

 

 

 

2011 

01-11-11 

01-25-11 

1800496 

Reservoir 

 

679 uS/cm 

224.0 mg/L 

 13.1 

 

 67.8 mg/L 

 

 13.3 mg/L 

 

 62.2 mg/L 

  1.8 

  4.2 mg/L      

 

  0.01mg/L  

 

  N.D.  

 

  0.20mg/L 

 

203.0 mg/L 

 

 61.0 mg/L 

 

 41.0 mg/L 

 

   .2 mg/L 

 

  5.3 mg/L 

 

  7.02 S.U.   

 

352 mg/L          

 

  N.D. 

 

 

203.0 mgCaCo3/L 

  0.2 mg/L 

  N.D. mg/L 

  0.07 mg/L 

  N.D. mg/L                          

 0.0012 mg/L 

 0.11   mg/L                                  

  N.D. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

    

 

2012 

01-11-12 

01-17-12 

1942882 

Reservoir 

 

0.811 mmhos/cm 

239.4 mg/L 

14.0  gr/gal 

 

 73.4 ppm 

 

 13.3 ppm 

 

 76.3 ppm 

  2.1 

  Not tested      

 

  0.02 ppm  

 

  N.D.  

 

  0.35 mg/L 

 

212.0 mg/L 

 

 96.0 ppm 

 

 43.0 ppm 

 

   .2 ppm 

 

  6.2 ppm 

 

  7.24   

 

  527 mg/L  

 

   4  mg/L 

 

 

212.0 mgCaCo3/L 

  Not Tested 

  N.D. mg/L 

  0.08 mg/L 

  N.D. mg/L                          

  N.D  mg/L  

  Not tested                              

  N.D. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2013 

01-08-13 

01-13-13 

2084476 

Reservoir 

 

0.725 mmhos/cm 

194.94 mg/L 

 11.4 gr/gal 

 

 60.0 ppm 

 

 10.8 ppm 

 

 89.6 ppm 

  2.8 

  Not tested      

 

  0.03 ppm  

 

  N.D.  

 

  0.38 mg/L 

 

225.0 mg/L 

 

 81.0 ppm 

 

 38.0 ppm 

 

   .3 ppm 

 

  4.1 ppm 

 

  7.25   

 

  471 mg/L  

 

   4  mg/L 

 

 

226.0 mgCaCo3/L 

  Not Tested 

  N.D. mg/L 

  0.12 mg/L 

  N.D. mg/L                              

.0007  mg/L  

  Not tested                              

  N.D. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2014 

01-07-14 

01-09-14 

2220919 

Reservoir 

 

0.774 mmhos/cm 

249.66 mg/L 

 14.6 gr/gal 

 

 77.1 ppm 

 

 13.8 ppm 

 

 81.1 ppm 

  2.2 

  Not tested      

 

  0.03 ppm  

 

  N.D.  

 

  0.29 mg/L 

 

215.0 mg/L 

 

 95.0 ppm 

 

 45.0 ppm 

 

   .2 ppm 

 

  5.2 ppm 

 

  7.15   

 

  503 mg/L  

 

   N.D. 

 

 

215.0 mgCaCo3/L 

  Not Tested 

  N.D. mg/L 

  0.10 mg/L 

  N.D. mg/L                              

.0005  mg/L  

  Not tested                              

  N.D. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2015 

01-13-15 

01-13-15 

2357876 

Reservoir 

 

0.736 mmhos/cm 

225.72 mg/L 

 13.2 gr/gal 

 

 68.9 ppm 

 

 12.9 ppm 

 

 70.7 ppm 

  2.0 

  Not tested      

 

  0.05 ppm  

 

  N.D.  

 

  0.25 mg/L 

 

204.0 mg/L 

 

 83.0 ppm 

 

 45.0 ppm 

 

   .2 ppm 

 

  5.4 ppm 

 

  7.12   

 

  478 mg/L  

 

   N.D. 

 

 

205.0 mgCaCo3/L 

  Not Tested 

  N.D. mg/L 

  0.11 mg/L 

  N.D. mg/L                              

.0005  mg/L  

  Not tested                              

  N.D. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2016 

01-20-16 

01-28-16 

2884783 

Reservoir 

 

0.781 mmhos/cm 

251.37 mg/L 

 14.7 gr/gal 

 

 77.5 ppm 

 

 14.2 ppm 

 

 85.0 ppm 

  2.324 

  Not tested      

 

  0.0 ppm  

 

  N.D.  

 

  N.D mg/L 

 

214.0 mg/L 

 

 94.0 ppm 

 

 44.0 ppm 

 

   .3 ppm 

 

  5.6 ppm 

 

  7.17   

 

  508 mg/L  

 

   N.D. 

 

 

215.0 mgCaCo3/L 

  Not Tested 

  0.01 mg/L 

  0.05 mg/L 

  N.D. mg/L                              

.0008  mg/L  

  Not tested                              

  N.D. 
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